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Letter to Sunny Hill Customers

North Florida Community Water Systems (NFCWS) understands the frustration and inconvenience
customers in the Sunny Hills community have experienced related to recent water outages, boil water
notices, and periods of discolored water. We recognize that reliable access to clean water is essential,
and we sincerely appreciate the patience and understanding of our customers as we work through these
ongoing infrastructure challenges.

Like many small water systems, North Florida Community Water Systems (NFCWS) has experienced
operational and infrastructure challenges that have affected portions of the distribution system.
However, NFCWS has been actively working to improve system performance, enhance water quality, and
increase overall reliability for customers.

Since purchasing the water/wastewater utility in 2013, NFCWS has invested approximately $2.1 million
in capital work on the water system alone.

The primary challenge facing the Sunny Hills system is the age of the underground water distribution
infrastructure. Much of the water main system was originally installed by the community developer in
the 1980s or earlier. Over time, aging pipes have become increasingly susceptible to water main breaks
and pressure fluctuations. When a water main break occurs, pressure loss within the system can disturb
naturally occurring sediment and residual iron buildup inside the pipes. This may temporarily cause
water discoloration for some customers.

We understand that even temporary discoloration can be alarming to customers. While the water
leaving our treatment facilities remains clean, clear, and compliant with all state and federal water
quality standards, flushing activities used to clear sediment from the system can sometimes temporarily
affect nearby customers who may not have experienced the original pressure loss. NFCWS conducts
flushing in accordance with industry standards and FDEP-approved maintenance practices used by
utilities across the country.

NFCWS remains fully compliant with all Florida Department of Environmental Protection (FDEP) and
Environmental Protection Agency (EPA) drinking water standards. Customers may review the utility’s
annual Consumer Confidence Report online at www.mywaterservice.com.

Long-term improvement of the Sunny Hills system will ultimately require replacement of significant
portions of the aging water main infrastructure. However, this is a complex and costly undertaking
estimated to require several million dollars and multiple years of planning, permitting, funding, and
construction.

As a privately owned utility regulated by the Florida Public Service Commission (FPSC), NFCWS faces
unique financial and regulatory challenges in recovering infrastructure investment costs. In its 2022 rate
case, the FPSC determined that the Sunny Hills water distribution system was only 10% “used and
useful” under current regulatory criteria, significantly limiting the utility’s ability to recover investments
necessary for large-scale system replacement projects. NFCWS intends to continue working with the
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FPSC to pursue solutions that better reflect the realities of maintaining and replacing aging infrastructure
that serves the community every day.

To address these challenges, NFCWS has recently installed additional hydrants to improve flushing
operations throughout the system. The utility has also implemented a system-wide unidirectional
flushing program, which is a recognized industry practice used to improve water quality and maintain
distribution system performance. In addition, NFCWS recently experienced a well pump failure at one of
its main wells. The failed pump has since been replaced with a new well pump, restoring the well to
normal operation and strengthening the system's ability to meet customer demands.

NFCWS remains committed to improving reliability, maintaining water quality, and communicating
transparently with customers and community leaders. We understand the trust customers place in us
every day, and we will continue exploring both short-term and long-term solutions to better serve the

Sunny Hills community.
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2025 WATER QUALITY REPORT
SUNNY HILLS UTILITY COMPANY

Ensuring Your Water is Safe

We are pleased to provide you with this year's Water Quality Report. We want to keep you informed about the quality water
and services we have delivered to you over the past year. Our goal is and always has been, to provide to you a safe and

dependable supply of drinking water.

We routinely monitor for contaminants in your drinking water according to Federal and State laws, rules, and regulations. Except where
indicated otherwise, this report is based on the results of our monitoring for the period of January 1 to December 31, 2025. Data
obtained before January 1, 2025, and presented in this report are from the most recent testing done in accordance with the laws, rules,

and regulations.

This report shows our water quality results and what they mean.

Your Water Source

Your water is obtained from two groundwater wells which draw from the Floridan Aquifer. The water is then chlorinated for
disinfection purposes and a sequestering agent is added.

In 2025, the Florida Department of Environmental Protection performed a Source Water Assessment on our system.
Information provided by this assessment indicated one potential source of contamination with a low susceptibility level. The
assessment results are available on the FDEP Source Water Assessment and Protection Program website at:

http://prodapps.dep.state.fl.us/swapp

If you have any questions about this report or concerning your water utility, please contact our regional operations manager
at (727) 848-8292 ext 229. We encourage our valued customer to be informed about their water utility.

For Customers with Special Health Concerns

Some people may be more vulnerable to contaminants in drinking
water than the general population. Inmuno-compromised persons
such as persons with cancer undergoing chemotherapy, persons
who have undergone organ transplants, people with HIV/AIDS or
other immune system disorders, some elderly, and infants can be
particularly at risk from infections. These people should seek
advice about drinking water from their health care providers.
EPA/CDC guidelines on appropriate means to lessen the risk of
infection by Cryptosporidium and other microbiological
contaminants are available from the Safe Drinking Water Hotline
(800-426-4791).

About Lead

Lead can cause serious health problems, especially for pregnant women and young children, Lead
in drinking water is primarily from materials and components associated with service lines and home
plumbing. Sunny Hills Utility is responsible for providing high quality drinking water and removing lead
pipes but cannot control the variety of materials used in plumbing components in your home. You
share the responsibility for protecting yourself and your family from the lead in your home plumbing.
You can take responsibility by identifying and removing lead materials within your home plumbing
and taking steps to reduce your family's risk. Before drinking tap water, flush your pipes for several
minutes by running your tap, taking a shower, doing laundry or a load of dishes. You can also use a
filter certified by an American National Standards Institute accredited cerfifier to reduce lead in
drinking water. If you are concerned about lead in your water and wish to have your water tested, the
contact information can be found in the *How to reach us” section of this report. Information on lead in
drinking water, testing methods, and steps you can take to minimize exposure is available at
https://www.epa.qov/safewater/lead.
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2025 WATER QUALITY REPORT
SUNNY HILLS UTILITY COMPANY

About Your Drinking Water

ADDITIONAL HEALTH INFORMATION

The sources of drinking water (both tap water and bottled water) include
rivers, lakes, streams, ponds, reservoirs, springs, and wells. As water
travels over the surface of the land or through the ground, it dissolves
naturally occurring minerals and, in some cases, radioactive material,
and can pick up substances resulting from the presence of animals or
from human activity. Contaminants that may be present in source water
include:

(A) Microbial contaminants, such as viruses and bacteria, which may
come from sewage treatment plants, septic systems, agricultural
livestock operations, and wildlife.

(B) Inorganic contaminants, such as salts and metals, which can be
naturally occurring or result from urban stormwater runoff, industrial or
domestic wastewater discharges, oil and gas production, mining, or
farming.

(C) Pesticides and herbicides, which may come from a variety of
sources such as agriculture, urban stormwater runoff, and residential
uses.

(D) Organic chemical contaminants, including synthetic and volatile
organic chemicals, which are by-preducts of industrial processes and
petroleum production, and can also come from gas stations, urban
stormwater runoff, and septic systems.

(E) Radioactive contaminants, which can be naturally occurring or be
the result of oil and gas production and mining activities.

In order to ensure that tap water is safe to drink, the EPA prescribes
regulations which limit the amount of certain contaminants in water
provided by public water systems. The Food and Drug Administration
(FDA) regulations establish limits for contaminants in bottled water which
must provide the same protection for public health.

Drinking water, including bottled water, may reasonably be expected to
contain at least small amounts of some contaminants. The presence of
contaminants does not necessarily indicate that the water poses a health
risk. More information about contaminants and potential health effects
can be obtained by calling the Environmental Protection Agency’s
Safe Drinkina Water Hotline at 1-800-426-4791.

HOW TO READ THE TABLE

In the table accompanying this report you may find unfamiliar terms and
abbreviations. The following definitions are provided to assist you with
understanding the report.

Important Definitions:

Maximum Contaminant Level or MCL: The highest level of a
contaminant that is allowed in drinking water. MCLs are set as close
to the MCLGs as feasible using the best available treatment
technology.

Maximum Contaminant Level Goal or MCLG: The level of a
contaminant in drinking water bellow which there is no known or
expected risk to health. MCLGs allow for a margin of safety.

Action Level or AL: The concentration of a contaminant which, if
exceeded, triggers treatment or other requirements that a water system
must follow.

Maximum Residual Disinfectant Level or MRDL: The highest level
of a disinfectant allowed in drinking water. There is convincing evidence
that addition of a disinfectant is necessary for control of microbial
contaminants.

Maximum Residual Disinfectant Level Goal or MRDLG: The level of
adrinking water disinfectant below which there is no known or expected
risk to health. MRDLGs do not reflect the benefits of the use of
disinfectants to control microbial contaminants.

ND: Means not detected and indicates that the substance was not
found by laboratory analysis.

Parts per Billion (ppb) or Micrograms per Liter (ug/l): One part by
weight of analyte to 1 billion parts by weight of the water sample.
Parts per Million (ppm) or Milligrams per Liter (mg/l): One part by
weight of analyte to 1 million parts by weight of the water sample.
Picocurie per Liter (pCilL): Measure of the radioactivity in water.
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2025 WATER QUALITY REPORT
SUNNY HILLS UTILITY COMPANY

Water Quality Testing Resuits

INORGANIC CONTAMINANTS
: . Dates of Sampling MCL Violation | Level Range of : i
Contaminant and Unit of Measurement (moJyr) YN Detected Results MCLG | MCL | Likely Source of Contamination
] Erosion of natural deposits; runoff from orchards;
Arsenic (ppb) 09/2024 N 0.98 ND-0.98 0 10 runoff from glass and electronics production wastes
Barium (ppm) 092024 N 0026 | 00095-0026 | 2 2 zﬁgﬂmﬁﬁ gepos“d‘a‘mgemm
Sodium (ppm) 0972024 N 54 37-54 NA | 160 | Salwater intrusion, leaching from sol
DISINFECTANT AND DISINFECTION BY PRODUCTS
Disinfectant or Contaminant and Dates of Sampling MCL or MRDL Level MCLG or MCL or i
Unit of Measurement (moyr) Violation YN | Detected | RangeofResuls | ‘upn g | ygpy | Likely Source of Contamination
Chiorine (ppm) Monthly 2025 N 0.61 0.22-125 MRDLG=4 |MRDL=4.0| Water additive used fo control microbes
Haloacetic Acids (five) (HAAS) (ppb) 072025 N 6.51 NIA NiA MCL =60 | Water additive used to control microbes
TTHM [Total tihalomethanes] (ppb) 0772025 N 47.78 NA NA MCL=80 | By-product ofdrinking water disinfection
LEAD AND COPPER (TAP WATER)
; Datesof | AL 90th No. of sampling | Range of Tap AL
Comtabinant and Unit | sampling | Exceeded | Percentile | sites exceeding |  Sample | MCLG | (Action Likely Source of Contamination
(molyr) (YIN) Result the AL Results Level)
T Corrosion of household plumbing systems; erosion of natural
Copper (tap water) (ppm) 09/2023 N 0.11 0 0.003-0.35 13 13 Jeposits; leaching from wood presenvat
Lead (& ) (opb) 090023 N 19 1 ND- 16 0 15 g;pmoc;sgn of household plumbing systems; erosion of natural

Lead Service Line Inventory

The facility has conducted a complete survey of all drinking water service lines, totaling over 860 individual connections. The comprehensive review included an examination
of all available historical records, including record drawings and ordinance reviews, as well as over 0 pipeline inspections of homes and businesses. The facility has 860
locations that are unknown lead service lines. To view the Lead Service Line Inventory, it can be found at https://mywaterservice.com/your-drinking-water,

Lead Sample Results Availability

We are required to periodically sample water from customer taps to determine lead and copper levels. EPA sets the lead action level at 15 ppb. For a water system to be in
compliance, at least 90% of tap water samples must have lead levels below this limit. This report contains the 90th percentile and range of our most recent sampling. To
view the facility's individual results for each location sampled, you can request it from the facility, and the contact information can be found in the “How to reach us” section

of this report.

Table Notes:

* Results in the Level Detected column for radiological contaminants and inorganic contaminants are the highest average at any of the sampling
points or the highest detected level at any sampling point, depending on the sampling frequency.
e For chlorine, the level detected is the highest running annual average (RAA), computed quarterly, of monthly averages of all samples collected.
The range of results is the range of results of all the individual samples collected during the past year.




HYDRANT DATE Tl ELOW. GALS
NO, LOCATION ORDER MAKE LINE SIZE FLUSHED STATIC (PSI) (MINS) PITOT (GPM) FLUSHED CONDITION
11 Darlington Dr 1 Mueller é-inch 5/18/2026 60 15 10 530 7,950} Nozzles Cross Threaded
9 Westbrook & Elkcam 2 ADV 6-inch 5/18/2026 52 5 46 1140 5,700 Hard to Open
10 Marathon & Richmond 3 6-inch 5/18/2026 60 10 46 1140 11,400
8 Voyager & Treltis Dr 4 ADV 6-inch 5/18/2026 52 5 44 1110 5,550
7 Elkcam & Trellis 5 Metropolitan 10-inch | 5/18/2026 70 5 42 1090 5,450
6 Elkcam & Welton 6 ADV 10-4nch | 5/18/2026 70 5 42 1090 5,450
5 Elkcam & Lawler 7 ADV 6-inch 5/18/2026 72 15 40 1060 15,900
3 Dollar General 8 Mueller 8inch 5/18/2026 70 5 54 1230 6,150
4 Varsity & Otis 9 ADV 6-inch 5/18/2026 60 10 30 920 9,200
66 Hwy 77 (Coastal Pump) 10 ADV 10-inch | 5/18/2026 72 10 a2 1090 10,800
2 Hwy 77 {past Necomb) 11 ADV 8-inch 5/18/2026 72 5 40 1060 5,300
1 Viking Dr 12 ADV 6-inch 5/18/2026 72 10 40 1060 10,600
12 Westbrook & Villa 13 Metropolitan B-inch 5/18/2026 60 5 38 1035 5,175
13 Westbrook 14 Waterous 6-inch 5/18/2026 60 5 38 1035 5,175
14 Westbrook & Cara 15 Metropolitan 6-inch 5/18/2026 70 5 38 1035 5,175
15 Flagler 16 Metropotitan 6-inch 5/18/2026 70 10 50 1190 11,900
16 Flager & Owen 17 Metropolitan 8-inch 5/18/2026 80 10 50 1190 11,900
17 Owen & Country Club 18 Metropolitan B-inch 5/18/2026 90 15 50 1190 17,850
63 Country Club 19 Metropolitan &-inch 5/18/2026 50 20 50 1190 23,800
19 Country Club (Golf Course) 20 Metropolitan 8-inch 5/18/2026 70 10 50 1190 11,900
20 Firwood 21 ADV 6-inch 5/18/2026 75 10 60 1300 13,000
21 Aldoro 22 Metropolitan 6-inch 5/18/2026 85 30 60 1300 39,000
18 Country Club & Ross 23 Metropolitan 6-inch 5/18/2026 75 10 45 1125 11,250
22 Country Club (Past Carmen} 24 Metropolitan 8-inch 5/18/2026 75 20 70 1400 28,000
23 Country Club & Gap 25 Metropolitan 8-inch 5/19/2026 60 15 50 1190 17,850
24 Country Club (before Velvet) 26 Metropolitan B-inch 5/19/2026 65 40 45 1125 45,000
26 Cadweil 27 Metropolitan 6-inch 5/19/2026 75 10 55 1240 12,400 Hydrant is leaning
67 Salem Dr & Gates 28 Waterous 6-inch 5/18/2026 65 10 55 1240 12,400 Hard to Open
35 Lity & Gates 29 Waterous 6-inch 5/19/2026 65 20 55 1240 24,800
68 Kinlock & Salem 30 ADV 6-inch 5/19/2026 55 25 45 1125 28,125
34 Quintera (near Sunny Hills Bivd) 31 Waterous 6-inch 5/19/2026 €0 10 50 1190 11,900 Hard to Open
69 Quinter & Tacoma 32 Metropolitan 6-inch 5/19/2026 85 15 60 1300 19,500
33 Chapel & Hancock 33 Waterous B-inch 5/19/2026 70 15 55 1240 18,600
31 Hancock & Venus 34 Metropolitan B-inch 5/19/2026 75 10 55 1240 12,400
70 Hancock & Waycross 35 Metropolitan 6-inch 5/19/2026 80 15 55 1240 18,600
30 4072 Fairbanks 36 Metropolitan €+nch 5/19/2026 60 10 45 1125 11,250
29 Oasis & Paragon 37 Waterous g-inch 5/19/2026 60 15 40 1060 15,900
28 Eastbrook & Quintila 38 Metropolitan 6-inch 5/19/2026 60 20 30 920 18,400
32 Havenhill & Tranquill 39 Metropolitan 6-inch 5/18/2026 70 10 45 1125 11,250
27 Randolph & Havenhill 40 Metropolitan 6-inch 5/19/2026 70 15 35 990 14,850
36 Gables (Community Center 41 Metropolitan 6-inch 5/19/2026 60 15 45 1125 16,875
37 Ambassador & Eva P 42 Waterous 6-inch 5/19/2026 50 10 45 1125 11,250
38 Ambassador (between Quail and 43 Metropolitan 6-inch 5/19/2026 50 10 62 1320 13,200
39 Gables & Helmly 44 Metropolitan 6-inch 5/19/2026 50 10 40 1060 10,600
40 Belmar Pl 45 Waterous B-inch 5/19/2026 50 10 35 990 9,900
48 Sunny Hills & Jenson 46 Metropolitan 8-inch 5/19/2026 55 10 55 1240 12,400
72 Bricknell & Sunny Hills 47 Waterous 6-inch 5/19/2026 55 20 45 1125 22,500




41 Linwood & Carey 48 Metropolitan 6-inch | 5/19/2026 55 10 45 1125 11,250
AT Worthington & Roseway 49 Metropolitan 6-inch 5/19/2026 55 10 45 1125 11,250
49 Volitare & Concord 50 Metropolitan E-inch 5/19/2026 55 40 50 1190 47,600
71 Concord & Mercer 51, Metropolitan 6-inch 5/19/2026 55 10 55 1240 12,400
50 Vistuia & Amy 52 Metropolitan 6-inch 5/19/2026 60 10 45 1125 11,250
51 Quaker & Vistula 53 Metropolitan 6-inch 5/19/2026 60 15 50 3190 17,850
46 Concord & Sheiby 54 Metropolitan 6inch | 5/19/2026 60 15 45 1125 16,875
44 Covington Pl & Carey 55 Metropolitan B-inch 5/19/2026 60 10 50 1240 12,400
42 Linwood 56 Metropolitan g-inch 5/19/2026 60 10 50 1240 12,400
43 Linwood & Acorn 57 Metropolitan G-inch 5/19/2026 60 10 60 1300 13,000
45 Linwood & Preston 58 Waterous 6-inch | 5/19/2026 65 10 80 1500 15,000
56 Shenandoah & Merrifield 59 Metropolitan 8inch 5/18/2026 70 10 55 1240 12,400
55 Shenandozah (past Preston) 60 Metropolitan 8inch 5/19/2026 80 10 60 1300 13,000
53 Baldwin & Shenandoah 61 Metropolitan 6-inch 5/19/2026 70 15 45 1125 16,875
52 Baldwin & Academy 62 Metropolitan 6-inch 5/19/2026 70 15 45 1125 16,875
54 Davenport & Auburndale 63 ADV 8-inch 5/19/2026 60 25 25 840 21,000
57 Shenandoah & Deadening 64 Metrepolitan 8-inch 5/20/2026 60 20 24 820 16,400
58 Silverdale {past New Moon) 65 ADV &inch | 5/20/2026 60 20 24 820 16,400
59 Windhrook & Chase 68 ADV §-inch 5/20/2026 60 15 22 790 11,850
60 Colmart & Dumajack 67 ADV 6-inch 5/20/2026 60 15 28 890 13,350
61 Deadening & Candlewick 66 ADV 8-inch 5/20/2026 60 15 30 920 13,800
64 Walkerton & Geradine 69 Metropolitan 6-inch 5/20/2026 60 10 28 890 8,900
65 Zinnia 70 Metropolitan G-inch 5/20/2026 60 10 28 890 8,900
73 Merrick & Pinehurst 72 Metropoiitan 6-inch 5/20/2026 60 10 24 820 8,200
74 Shenandoah Bivd & Aquarius 71 Metropolitan 6-inch 5/20/2026 60 30 24 820 24,600 installed May 2026
75 Aquarius & Windbrook St 73 Metropolitan 6-inch 5/20/2026 60 30 24 820 24,600 Instalied May 2026
76 Dumajack & Meredith PI 74 Metropolitan &-inch 5/20/2026 60 30 22 790 23,700 Installed May 2026
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2026 Boil Water Clearance Samples

4939 Cross Bayou Boulevard, New Port Richey, FL 34652
Tel: (866) 753-8292 Fax: (727) 848-7701
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3 125 Tower Sieet - Laks Placid, FI 33852 ¢ B63A55.4022 +Fix 2904745128 - ES1195 Lab Recaipt Dabe & Time: 3[ - } T s 0
Report Number: SAHID 23 et Coniract Lab 10:
Anaiysis Requestad: (chack il that apply)

Lt | || ||
320 Necrhiake Bivdl, Sulle 1045 + ARamonsx Speiregs. FL 27015 407.937. | S94 <Fax M0T.937.1997 « 25I76
Anaiysis Daste & Time: 3[)’;!30___]3@_
Sample Avosplance
m O-mﬂm&"gnb o) Nﬁlcnlulﬂ 5s C
Esvirmumental Laborataes, . T Gomn o it e v FELRC b
X Totel CofonE. coff (] Tolal ColforvFeca) [ Exgercocl [ Cofiohage DIHPC [Other:

Public Water Systam (PWS) Neme:_Srvente  Hu s PWSLD.:_f¥200647

PWS Address;,_ 4939 Gaws Cansy @rwww Blro City: _Now PonT QL
PWS or PWS Owner's Phone #:_S50 =431 743} Fax#

Collector:_c3 Duwew Collackor's Phone #: _&/50-H51-74337

E%M(mwﬂ)

, 1 Pemen ss s S o an i@ A, B s
: ’ . ] ) i
_d _ owencmx S5 OMy .S 638 o7 . . B LA
. -3..-&.5:-!‘55&».‘ taccupmp 58 V1Y S oW o077 . A 4 A . Wit
\ ! i
. i e . . 1 . " 1'-- —_ { .
- [P f - ?- o - :, ————— + .
. T,__m.. - e 1, . ‘- . . R " R . .
| i . + i . . . -
Fm #ﬁrmmlw ;
f ,'r aoring or CTotat chiorine: (ohack onen ‘_ﬂ_'" i mmm.dmnmmﬁmm
! ©
i ! NELAC standards, and the resulis relete only samples.
%‘3-—- Dowr ___ ¢ Date s time PWS nolified by kb of positve resutts:
1 porforming disinlectant analysis le {Check one of below: . Data and Seme DEP/DOM by lab of posve results.
cartifac cpermor (8___ ) Ce 3174 | Date Report lesusd: (s
€1 Supervisd by cediBed aperalos (F } ;
) Employsd by » osriied b [ Employed by DEP or DOH : Lab Signature: _@_.Q
[T Authorized repraseniative of suppier of water S NALY P PIAY L I

FHNWFR T AAME TTIIW T T VT e A MR ORI e SOk
i PLEmer Auen. W9 TU’S‘I‘!—&‘S‘!‘I

7T T e e gt g A saah nawpls collouind. Sampls WP b 0w 11 corebeentlt
{pusie rarspliswe). ¢ ml Ran, M Emry Peuss be Dvcthaon P et
Top. 3 ~ Spatal felomme, ¢

2 mm-—nhnuuuuhm-up-nmmm

3 Pisiea sinle syprapruis srlecten.

4 TDwfined in Ptin Adwliniscoatior Cude Finle 42:160. | ubis §

5 Cowpluts for conmmmity & non-trngiart set-comoiniry s wrving pipulstom up bn
el imchaling 4908, Du st wchuly ram somphes in dw s crage

Remuln Kay A Coliforme ot alus: P ey {  conflenst powik ENIL

100 ISNTailg b p0NRE (62-550. 7 Rogeetmy | ormt.




DRINKING WATER MICROBIAL SAMPLE COLLECTION

& LABORATORY REPORTING FORMAT
[ 668 Southpatat Powy. » Jacksonville, FL. 32216 + 984.363.9350 + Fax 9043639354 » £2574
() 4955 SW 413t Bivd + Gelncuvillc, FI 32608 « J52.377.1349 - Fax 352.395.6639 + K241
3 10200 USA Today Way » Miramar, FL 33025 « 954.889.2268 - Fax 9548892281 - E2238
9610 Princess Palm Ave. » Tampe. FL 33619« $13.630.0616 - Fax 313.630.4327 « E84589
320 Northlake Bivd., Suite 048 « Alsmons Springs, FL 32781+ 407.937.1594 +Fax 407.937.1597 « 53076
[ 2639 M. Mouroe St.. Suise - Talishassee, FL 37301+ $50.219.6274 » Fax $50.219.6275+ £811985

*$§2600762*

[P ——

[J 13100 Westlinks Terrace, Suite 10 « Fort Myers, FL. 33513 » 239,674.8130 <Fax 219.674.9128 - ES4492 ——— =1 =
3 125 Tower Strost « Lake Flacid, FL 33852 » 863,655,402 -Fax 239.674.8128 - E251198 Lab Recoiot Oate & Thoe:_ 01| 355
Anniysis Date & Tima: L
Sample Accaptance Criteria:

et e S e O e B 8.
Eavironmenta Laberateries, Inc. This Sample does ot mest the fallowing NELAG requirements.

Reguestsd: (check all ihat apply)
mmm [1ctal CofformyFecal [ Emtecococei [ Coliphwge [1HPC [ Other:

Public Water System (PWS) Name:_Sunw HuLd PWS LD.;_/ LI 00L

PWS Addresa;_133¢  Crms Qavev GLYo Chy:_Nbo PRe7 AT
PWS or PWS Owner's Phone #:_85Y~437-2¢3)" Fax #:

Collector;_2.Oun cre Collector's Phone #; _§¥0-4x1+ 2635

Type.of Supply: (check only ane)

Sample Collection Dato:
| sgm Colleclion s m ™ N“ : Fecal, €. coll, Deta
* {Location or ) on- Total
Tme (24 | Type | Resicusl | T Colform | Cofform | Emerccdtcior | Queiier’ | Sample
hr dlock) mgh) | Cle - c?’ X
1 MBLn s s Gy s | ais | ot i oot ﬂ;
U | winoesteod & goew Fto S8 ong 3 o.g 0.2% .Q- .4 o0t
3 | gH Cvam Cown oma |2 |o lot b P out
4 —
H
$ - — .
| |
o j
Averags of residuaie Tor distribution rouine & repest
samples.* EIFree chiorine or ClTotal chiorine {check one). ©.55 Unloss otherwise noled, al lests are preformed in accordance with i
NELAC standards, and tha resufts relate only to the samples. i
n?ummm :
PD Calctimetiic [JOther: Diate and time PWS notiffed by ksb of positive resulls: \
Parson parforming disinfectant analysis i [Gheck one of below}: Date and tima DEP/DOH Isb of positive results: !
B owtfisdcperslori® ___ )  C<dYY Date Report lssusd: !
) Supervised by certified operator (# ) . i
[JEmpioyed by a cartiffed Isb  [J Emplayed by DEP or DOH Lab Signature: ___——2<__ C; ;
[ Authorizec repressntative of supplier of water Title: /?f?:;y/
|IN‘iFRI'N¢\MI‘.-\NUMMIINh AOET S HI 1 RSON SO REE LIVE KI'POW | D 4 h DEP/DOH USE ONLY
T Incomplets Collection Information
3 Repeat Semples Required
1 Repiacement Sampies Required
: Date Reviewed by DEF/DOH:
DEPIDOHRMQ%,
3 #h#ﬁyuwa:?m:ﬁ:;mlmnﬂw Relinquish By: /,.——1
Tap. S = Spacil (clesrare. 10.]. » _ —_—
r‘ﬂ-mumﬂh‘u ® ahid ? Date: 15 Time: __ {2545

TP LTS

Defluct in Florida Adwinistrative Code Rule 62-160, Jabie 1.
For commmmity & WoR-LArBieM NOR-commmity systurm actving populalions up o Recaived By: M{A

Compleie
ﬂhw&ﬂmmmmw#mihrmh " NTU
Rexults Rey; A Coliforms arc sheast; P~ Coliforms sre presen: ¢ conl ont Date: 3II l Time: 5‘5:

O AmErOeS to cone (42-530, 730 Reponing Format.




DRINKING WATER MICROBIAL SAMPLE COLLECTION ;'
a & LABORATORY REPORTING FORMAT :
6681 Southpol . » Jacksonville, FL 32216 » 904.363.9350 ~ Fax 504.363.9354 - EB2ST. '
] 0681 St Py, - ckoeale, L 21 S04 SUS050 s SR80 e . NN EREE
BIWUSATWWQ'-MM.FLSM-MM-F“MJ”I-m H
0510 Princess Palm Ave. » Tamga, FL 33619 « B13.630.9536 « Fax B11.630.4327 « ES4A39 i

1 380 Northiake Bivd., Saite 1048 + Alsmonte Springs, FL 32701~ 487.937.1504 «Fax 407.937, 1597 + ES3076
[ 2639 N. Monroc 5t., Svite D = Tallsnsece, FL 32301+ $50.219.6274 ~ Fax §50.219.4275- 311095

D) 13100 Westlinks Termace, Suise 10 + Fort Myers, FL 33913 « 239.674.8130 -Fax 239.674.8128 « EB492
[ 125 Tawer Streat » Lake Placid. FL 33352 + 363.655.4022 -Fax 239.674.8128 - E8S1195 Lab Receipt Dete & Time: 1285

Anaiyaia Date & Time: 3Rl w20

Sample Acceptance Criteria:
Bamgde Prossrvation:§ Onlce [ NetOnke ¥ 3-8 °C
Disinfactant Chexk:

Mmd Not Detected 0
Exviroamental Lakeratories, IRc. S e it moe v fokwing NELAC raqaremerts:

Report Number: SZLa0IYIet  Sub-Contract Lab 1D
Analysis Requested: (check all that apply)
Xotal Coliform/E. colf [Emerococei {1 Coliphage C1HPC [lOther

Public Water System (PWS) Rame: SNy ptitd PWS LD.: fu20077
PWS Address;_133¢ Cress Devey GLve2 City: Mow Pt azemet, FL
PWS or PWS Ownar's Phone #__ £330~ 4S 1-763,7 Fax#

Golisctor:_$. Dvwed Collactor's Phone #: _¥'SU - €91 3637"

S =

Semple Semypis Pos Sample [
* {Location or Spacilic Address) Collaction | ple factant T Nan- Towl Fecal, Daln Lab
Time(24 | Type | Rusidusl | o Colform | Ceolflorm ﬁu Cuniiber* | Sample
b clock) tmght.) t 8
1 | Mewwe £5 e | 5 | oMY | osl A e S0 >0t
T | Lrtwo e S Pno €5 | A00Y 3 o.51 ol i A A ",':'_J
3 8H fomm Ciowrvn KOAQ s o.LY oN k A ﬁf:_{
| {
o ek
! a
=
-~ ) |
? ‘s
Wfﬁﬁ“ﬁ%‘ﬂolm . {
Somples. chiorine or CJTotel chiorine (cteck one) 0.5¢ Unless otherwise noled, all tests ars preformed in accordance with
NELAG stancerds, and the resulls reiste cnly to the samipies.
Residusl Anatyels Method:
Colorimetic  [JOther ___ Date and time PWS notified by lab of positive results:
Person performing disinfactant snalysis s (Check one of below): Date snd tme DEP/DOH by iab of positive resuts:
Date Raport lssued,

@K ceritfied operstr (% ___) ¢# 13151

O Supsivised by certified operator (# ) “"’i_l
[JEmploysd by a certified inb  [] Employsd by DEP or DOH l-lbalnnlﬂz — :
[] Authorized represantative of supplier of water Title: Wﬂ{/{ uf]/ '
TIRRERT NAVEE AND MAI 4 ADDRESS (1 PERSW. 1RITLIVT KUy O s CEPIOOH USE ORLY =
O incompiels Collection informstion
1 Repeat Semples Required
O Repincement 8smples Required ’
Date Reviewsd by DEF/DOH:; !
T idiantt e Mgl (ype v such wanpae coliersed  Susuple TYDC codes s 11+ Firivinaoon o
mwc-mn-m.n-e-qhhnmr»m mmw
2 {::m*.:hﬂh‘khnhhllumwhﬂ-m“ Bl
3, Phiso sircle pproprise scletion, Dntméh_h_]gAL Time: _\265
4 g-msruwecqzmmw. r‘.‘h::l;tnmh -
" e Irchadicg 4 900, D0 wot Inchide ryw or plan siples In e evege. Received B’V'———M
Resoks Key: A = Coliforms are shotsts P = (ollforms ase prewwi: ¢ cnfluent g FNTU Date: .5,“ h(‘ Tene: 1255
I |

1o nemerous 19 count (62.550.730 Repanting Fornest,




DRINKING WATER MICROBIAL SAMPLE COLLECTION

& LABORATORY REPORTING FORMAT
6651 Southpein Fiwy. « Jackmaville, FL 32216 » 904343.9150 » Fax 904.301.9334 - ERSH4
4545 SW 41t Bivd » Gaineoville. I 32608 = 1523772349 » Fax 132.395.0630 - BR300
14200 USA Todey Way » Miirermar, FL 33025 - $34.890.2280 > Fax 954.899.2281 « B92835
0810 Prinoess Pukts Ave, * Terspa, FL 33619  21.630.9646 = Fax £13.6)0.4227 « 34509
339 Nocthiske Bivd., Suise 1643 » Alamonee Springs, FL 31701+ 407.937,139¢ Pax 497.457.1597 + E53076
2439 N. Mowoe 1., Suite D » Tailsksssse, PL 323015 3502196274  Fax 850.219.5375 EB11098

13708 Weadinks Tormce, Sulle 10 + Fort Myer, FL 33913« 219.874.81 10 +Fxs 2906745128 + £34492
mmmam}b‘ml@ 100

123 Towsr Sieact » Lako Placid, FL 33852 « $60.655.4002 +Fax 239.674.811¢ + ERB1 198
Sample Acaeptance
Semple Praservation’d Onice D naouu Xeilc

fdvanced Sercte Presersatonsf Onios D o
Eavirenmental Lakorateriss, . This Sarupie doss nct meet the Rllowing NELAG requiments.
ReportNumber:_S2AFOVTIZZ  sub-Contract Lab ID:

Ansiysis Requesied: {chack af that apply)
Yot CotforéE cokl [ Total CofformiFecal 1 Enterccoed [ Colohage [1HPC [lOther

SisEREEEN

+$2600782"*

L LT T,

srmwfuRan: ssvasssas tewssesvsasrvan irasw

Public Water Systers (PWS) Name: JSonwe Heews PWS LD Je?0by7
PWS Addvess: 9939 Cuoy Besey Bive Cily: _N6w Forr Ntcrow
PWS or PWS Owner's Phone i;_S¥0-9a'1- 3625 Fex#:

Collector:_S.Duwe Gellecior's Phone #; _§¥U ¥F1-335”

e of Supply: (chack iy one)

I:L"-aln by W m LiNon

mu it inciduats for AW sicting & repest * :
dmwﬂfﬂmmml .0.0%  Uniess otherwise noted, al tests ane preformed in sccordance with
i NELAC standards, the resulls relate to the
T s a " I
: Dot md fime PWS notifiad by tsd; of positive resule
Pesson parforming disinlertant analysie is (Check one of below): ! Dute and time DEPROOH 1 of positive results
YK certhed cpmrmor (¥ ____) G 13127 Dwis Report lesusd:
T Superviead by centiied opermior o _____ } "‘Z’,——-Q
[l Empioyed by » outed tsb T Employed by DEP or DOH | Lab Signatire: o~
[ Authoriasd repreventative of applier of water m_‘éf_é.é‘m#_w SR
Plotsr OofteL © Jeddu- 2337 D Incomplets Cotecton Informiation
L) Repeet Sampies Required
{J Repiscoment Samples Required
| Date Reviewed by DEPDOH
T Dt —-whnb—b.ﬂmﬂ. Nl ty g +anliie Bow, 1) Lia vty W
fl’"-?m ml R, M § oy Pode o Claceboainn, P Plat mw -
i r#ﬂ*ﬁ&“m-u‘ﬂlnu&hm&m . 1o
:: ('o-h::rm rﬁm;—n“mqh
o 538 B i ot e e, ReostwtBy >
o — —-—-ua-o?um- _:..': presem Oute: Time: ety




DRINKING WATER MICROBIAL SAMPLE COLLECTION
& LABORATORY REPORTING FORMAT

[ 663 Seunhpaint Powy, « Jacksomsilla, F1. 32216 » 904.363.9350 « Fax 904.362.9354 « RIS
Eﬂ!“ £ Rivd + Gainesville, Fl 32608 » 352377 2349 » Fax 352.395.6639 « K02081

*§26007823"*

16200 USA Teday Way » \fwwmar, F1. 33025 + 954.539.225% = Fax 934.399.228| - ER2535
momn-mn.-rmnmn-:ummo-hnmm‘:-m
380 Northiake Bivd.. Suite 048 « Ahamonte Springs, FL, T2701- 407.937.1594 «Fax 407.937.1997 + ES3076
N Momree Si., Sefse D+ Talahaseee, FL. 32301+ §58.219.6274 + T $50.219.6275 K81 1495
13008 Wenttinks Tervace, Saite Wi« Foet Myesa, FL 13913 » 230.574.8) 30 Fax 299.674.8128 - ESdm2
Lab Recet e & Tine:_5120[202¢, LD

135 Tower Strest » Lake Placid, FL 33852 + $63.635.4022 'Fax 239.674.01248 + ER51195

Sﬂnﬂ-z'::mlﬂ

Mviaced Sampls Presevation™® Onks O NotOnice X £.0°C
Disinfectant Gheck: I Not Detected D

Enviresmmental Laboratories, bc. Tie G doo o s kg ELAE et

e —— -

DOlEntamoccsi [ICoiphage [I1HPC [1Qther .

Public Water System (PWS) Name:_Suriay Hiu.s PWS LD.: Je206Y7
PWS Address:_4 339 Cuvss BBevev Bvo Clly:_Now Punr AZcke

PWS or FWS Ownar's Phone$,_ ISV~ 1-763% Fax#:

Collactor:_3.Ouwes Collector's Phone #; _¥¥0-vs1-2033

Type of Supply: (check only ona)

[ Community Water Svstem [T1 Non-Tranelent Noo-community Watar Systery L1 Toansiss Non-community Water Svsiem

Yot
Colilorm
.1 Deama S8 | v s oer ov @ A Lo
[ 4, Buue Loyt Bum e S o Owy s A . A . , ot
. 3 _osen tur 38 15 IS § . at oL e
|' - - * L3 £ [ ] ' - A d
- - . + - . * L] 4.» - - - - 1
..,i_.m - _ﬁ._...___m_,_'* . - .,';._...,.. - - . & --T e a L IS . & 3
 sampios * (Pfow chioina or [JTons chionre creckeney , S.Ll  Uniess otherwiss noted, ol tosts sre praformed i acocvdence with
‘ NELAC standards, and the resulis reiate only to the samples.
Fogitus! Anslysie ethod: .
; Coledimebic  TIOWer ____ Dute and fime PWS notiled by e of positive e,
" Parpon patfoming disiafectunt snalysis is {Check one of below]: Date and lima DEPIDOH riofified by b of posilive results:
[FRoathad operstor ___) 24133 Y _ Dale Report lneued
[ Guparvisnd by ceried opeeator (8 _____ ) e
. ) Emgloysd by s caribed lab () Empioyed by DEP or DOH Lab Signature: = Q
. 3 Aulbirized repressntetve of supplier of waker Title: ke ST S, )
£,‘.' P Sy e e S i ﬁ
T Plewse AT s JursNY 2339 1 O incomgtete Colleckon tnformsaiion
fRepeat Smnpies Required
0 Replacement Samples Recuwed
Date Reviewse by DEP/IDOH
_Dﬂmﬂmm e
i e RESS u viegs o T nproadn 1) Mot Ty E————
oot coplionne, € - fogrtChech R Ren, N Extry Prist i 1 hwBaion. P Flant Relinguish By: M
Tap. S Syeainl tolonssens. sor )
1 Lab . emikarion mumber rthe latad mutind o inchadel 21 10p Wik dir hresinr) address
). Pienen cieck appsngeiase scioation. Date: Tme __lsbe
A Dok i Yirkls Advoinmttor Code Rulr 6.2-160. Talle ). .
s. mhmnmm_mmm.n WB’:
luuk:“:u .%ﬁﬁ::—;?&?—-;ﬂ'f”&-m NIt T T ‘ h
' Daie: ;5];1_:144. T ___\DC

o IEIOus (G Coumt (62530 THI Reyustmg Fom.




awa

DRINKING WATER MICROBIAL SAMPLE COLLECTION

& LABORATORY REPORTING FORMAT
681 Southpuint Picwy. + Jacksanvitle, PL ST216 + 904.361.9350 + Pux 904.363.9354 » ERIST4
4965 SW 4|t B » Guinewville. F) 2008 - 1529771049 - Frx 352.395.4439 + TRME)
16200 U'SA Tudey Way » Mirsmer. PL 33025 + 954.800.228% + Fox 950.800.2281 + KRS
9610 Princens Pulm Ave. « Turga, FL 33619+ 8134309816 + Pax £13.630.4127 « 84509
380 Norbieks Bivd., Suite 1043 ¢ Alwmncto Spriegn, FL 32701+ 407.937.1394 +Fax 407.997.1597 « ES3M
N, Morxor 1., Sulke D Tallshaseos. FLL 32991+ $30.219.6274 » Fax $30.219.4275 881 1098
13100 Weslinks Tarvace, Sue 10 - Fort Myers, L 33913  239.674.8120 -Pux 239.61.8128 * K469 it oF
125 Tower Strect » Lake Plackd, FL 33242 » ASSAQD2 Fax 2394748128 « RESIISS Lab Receipt Data & Tyre: 10 BV

Josts oute & T Sdine  1IRY4Y T

Acoepisree
LR
@m anm'":nhl:lugmhu_'c
&mmn This Sarnpie dous not mest the follewing NELAC lequirements:

Report Number, ' ﬁb?b‘-l' Sub-Contract Lsb ID:
Requested: (check ol that spply)

[T T

w
»
- )
o
L]
L]
L~
r
L)

Public Water (PWS) Name:_SOV~Y pitid PWS 1D JeToLV?
PWS Addes:_ 5738 Catucs Baviv Lo Clly, _New Pund axiset
PWS or PWS Owner's Phone #;_ #5U- wi-24 32 Faxs:

Collector:_$ Pumen Collactors Phone #: _S30- 451+ T30 4

.. Btamest $5

. "-____+ 139 Buviws , sy . P 4. SO b
3 | e S- Por IS Y Al ~3>
- - + . - - - - -
S - - * - - — - o — - -
?--» ———]-——-—- — * * - - e * * 4
!,....,.m.,, ———— + - - —— - - - - e - ]
. B . |
} d h’ﬁ ‘ ¢ f- - e P R - — ~-d
; sumpies.’ OIF Drmdhhnumumm-am) . 53 . Uniass olherwise noted. off lests are praformed in S000MINRCE Wi
i i NELAC standards, and the results faiske only So the samples.
; wmmm
’ —_— Dale and tme PWE nolifiad by lab of posline results
:  Pareta parforining diainfectant amalysis is (Gheck one of belew): - Date gnd time el erbrhbdmm
T [MAcenfedopasiori¥ ) CtididY . Dais Report issued IL'S' LU
CJ Suparvisad by contiied opersicr (¥ ;
3 Employed by & ceried it ] Employad by DEP or DOH ; Lab 8lg —— Q
3 Authorized representative of supplier of vestar | Title: L& /)fgj::c“
e DAAAIE A A SN = - meny ~ - DEROOMAEOMY. s -
O Incompiete Collaction informelion
(3 Repsnt Samples Required
usw T Replsosmant Samptes Reguired
Data Reviewsd by DEP/DOH:
o 1 OEPIOOH Rewtwmrg Ocwl e eeersmerromee - .
l"ﬁ-n'ﬁ—-w-«ua*m Ny e nk wg 13 apiuten T
trouting oompbasen) ¢ Kapon Chrk & Rave N Botey Pows i Detriition, P P RelinquishBy. .
3 LIS e oo o ed mabad b oo top with fhe Infurgteiry adivons,
S Piews crce sopreii mecin i Date: __ 3-e¥Y-2u Time: __ 0
4 Dedondin ‘Addastelsivtive Code Rule §3-160. 1ably !
£ Complate for comwaunky & nen-traminst 2on-sommmmey s3ahus Wi g populitions up is WW—M‘
and lcluding & 900, Tio ot lociwde sww oF plonl surmples in (e veommpe - -
Reads sy A Colilbms o shorne. P ['olfarnst are prestrw ( confianre gevatl: INIC 1,0
NG BuOREsnuS I catant (T- S48 71T Reputing Format. Date: ﬁ‘ :mljj- .. Tima: I



DRINKING WATER MICROBIAL SAMPLE COLLECTION
& LABORATORY REPORTING FORMAT

e P T,
Ve mnurassbdonmrurnen

3 0681 Southpoint Plwy. « facksonville, FL 32215 » 9043639350 « Fux $04.361.9154 « ER29T4
4965 SW 41 Bhwd + Geinesville, F1 32608 + 3523772340 « Fax 350.395.4439 « E43001 » s 2 e o o
10200 L/SA Tadey Way « Mivamar, FL 13023 » 954.589.2284 - Fax 9543892251 « KR50S
9610 Princess Palm Ave. + FL 33619 - 213.430.9616 + Fax §13.430.4527 - TB409
Noschiake Bhvd., Suile [048 « Almssonts Springs, FL 32701> 467.937.1394 «Fax 407.937.1597 » BSNT6 - Cieavessesanse

N, Monre S, Suite D + Tallshossse, PL 35301+ 850.219.674 - Fax 850.919.6775- ES11098
13100 Waslinks Tesace, Sulie 10 » Foet Mysrs. FL 39913 = 239.674.8130 +Fax 299.674.8128 « EB492
125 Towar Sorvet - Lake Plocid, FL 13852 « B43.655.4022 +Fax 20.674.3128 « 281198 Lab Raceyt Dete & Tine. 1 Dqzo

Avsiyes Dute s i __ 312N L~ 13 S
Sample Acesptancs Crileria:
wml;:nm 8] Nuoma 0 Y4y<
Thm Sarple dos mull'nm
Emmtum Iie. FELAC weqiremerty

Repot Number:_ 32000 SOV sub-Cantract Leb 1D,

Analysis Requested: (check ol thet apply)

P9 Total ColformiE. colf {1 Ersepcooct [ Coliphage C1HPC [lOher

Pubiic Water Syetam (PWS) Neme:_ S0l Jtiis PWS LD /706y
PWS Add qggg st Bove: Biveo CRy: v PO Poa¥ N
PWS or PWS Ovner's Phone #:_ 858 -4 1-203)° Fex#:

Coltector:_S-Duvew Collsctor's Phone #: _ ¥V -4¥1-26>S

Y 1299 Bruewe 0w 5 ow enl 08§ R Sl
[, :}..F ILW ;‘ ﬂe - ..-4_. o,,“m}: FLHM_!_I_W. 4 ﬁ e & " ; wb .
i
—— - - i; - *WMATTT'-— — v + - - - 4
‘r‘.u_,,. e - g . . - .,‘ [ W.,.i. —_ e . - - - >
e I . N e .
. "a'q:“- -rnm-um-w-m O mmmamnmhmm
NELAC siandards, and the resulis relata only fo tha samples.

wmmm
Colormenlc [JOmar: ___ | Dita and tma PWS nolfied by leb of positve resule’
Pornon parforming disinfecient analyels ls {Chack one of balow) Mm“’?}'wwwdﬂm
T cotbadopemir (F ) CHIDNY Dale Report lestsse: o

|
cerited — signaturs; =
(] Scparvisad by cersiled operstor ) | m g

| [ mployed by » awiifad isb [ Empioyed by DEP ar DOH Emoe . - .
£ Autiorized represewisiive of suppiier of walse | TIe: ﬁé AL 4 5;"-,/'-
S e P e T _ e e
: 3 Incomptele Collaction: informmtion
US P ! O Repesl Szmples Nequred
W | O epincoment Sampies Reguired .
| Dste Reviewad by DEPIDOH

i ' DEPIDOH Reviewing e ,

[ horinibn iy
[ lﬁ:b—hw -ﬁmb:h:’" E-)!U:‘:l““ Ay BF‘ /
X aﬂmwmi e Date; __ 3-2¥ ~ 3 Time: aw
t hﬁM&-&Mmeummu

2t elading .99 Dt incladc cvm ov phemt smples 1 Lix 910 Received By

Roats Key: A (VMHMP l'iﬁwlnllm( cuofems gromih, SN IL % Tire A1,

witr cumerwes 38 coud 1. 155 738 Reproing ot




ANORTH FLORIDA

WP COMMUNITY WATER SYSTEMS

2026 NITRATE / NITRITE
ANNUAL

(RULE 62-550, F.A.C.)

4939 Cross Bayou Boulevard, New Port Richey, FL 34652
Tel: (866) 753-8292 Fax: (727) 848-7701




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format

PUBLIC WATER SYSTEM INFORMATION (%o be completad by sampier — pleasa type or print legibly)
System Name: Sunny Hills

PWS 1.D. #: __16_.1&[7__

Systam Type (check one): Hcommunity [ Montransisnt Noncommunily COTransient Noncommunity
Address: ___ 3808 Gabies Bivd. o
City: Sunny Hills 2ZIP Code: 32428 41 _
Phone # Fax# E-Mait Address:
SAMPLE INFORMATION (io be completed by sampler)
Sample Number: ___S2600800001 Sample Date: 03/24/2026 Sampie Time: 905 ( 19) PM (orose One)
Sample Location (be specho) © POE - Well #1 Location Code:
Disinfectent Residual (Required when reporting results for Inhelomethanss and helososlic eckle): ____ mg/iL FieldpH: ____
Wml [Reas0nin) for Sampie (Check Al T aDdn
Ootswtbution BRoutine Compliance with 62-850 DReptacement {of invalidsted Sample)
[KIEntry Point (lo Distribution) CConhrmation of MCL Excendsnoe’ Dspecial (ot for comptiance with 82-550)
[IPtant Tap {not for compliance with 62.550) CICompoaits of Multiple Stes™ [IClearance (permitting)
DIRew (at weil or inteke) Cother: -
[IMax Residence Time Semping Procedure Used or Ciher Comments:
[CAve Residence Time
“Sew 52-550.500(5] for requirem 15 -ad resinebons - Sws 62-550.550(4] '0- ren 2 ements \T
And 62-550.512(3) for nvale ornicte e - ar alioch 3 esuils paue for each sie,
SAMPLER CERTIFICATION
1, Stewart Duncan , _District Manager , do HEREBY cJTrrv
(Primt Name) {Print Title)

that the above pubiic water sysiem and sample collection informetion is complete and cormect.
P :‘2'{:""-\.__——-—_"—'——_

Certified Operator #;_ Cl3174 Phons#: Sampler's Fox #:
Sampier's E-mait:

Ruputing Fornat 62-550.720
F it v Inrauey 195, Hevisad Detesntar 201, Pago | of ©




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format

LABORATORY CERTIFICATION INFORMATIONto ba completad by lat - please type ar print lagibly)
Lab Neme:Advanced Environmental Laboratories, inc. _ Florida DOH Certification #  E811085  Cexdification Expiration Date:

ATTACH CURRENT DOH ANALYTE SHEET"
Address: 2638 N Monroe St Suite D, Tallahaasee, FL 32303 Phone #. (850) 219-6274

Were any analyses subcontracted [7] Yes [¥] No  if yes, please provide DOH certification number(s).

ATTACH DOH ANALYTE SHEET FOR EACH SUBCONTRAC

LAB

ANALYS!S INFORMATION (1o be completed by lat)  Date Sample(s) Roceived: _03/24/2026

PWS ID: (From Puge 1% Sample Number (From Page 1% S2600800001 _ Lab Assigned Report # Or Job 1D:

Group(s) Analyzed & Resuits attached for compilance with Chapter 62-550, F.A.C. (Check sl that appiy):

Inoroanics Synthetic Orgenics Yoletile Organics Dtsinfection Bvproducts Badionuciidas

[[]A8 except Asbestos Oa=o OQana ] Trinetomethanes ] Single Sample Qae

[ partizt [ A Except Dioxin {JPartia [JHelcacetic Acids ] atrly Composite® O

[Z)Nerein [} Partial [CJcntortte

o [} Dicadn Gty [TJeromate

[JAsbectce LAB CERTIFICATION

I Tiffany Simpson . Laboratory Direcior . do HEREBY CERTIFY
{Print Name (Print Tite)

-
- . €

Signature: [ Date: 04/01/2026

mulmu.nmmmmammmmm-umwummudmmw Enmwnunhluboramm'ndihuoncmmmawwu’:).

. Fammwmamwmmmmmmmmnnumwmammm Shest for the atteched analysis resuits will result in

mlmammmmmmmrsmfmhmwlomph. and may result in notification of the DOH Bureau of Laboratory Services,
hid memm&mmmumqm.

CONFIRMATION B NOTIRICATION 18 REQUIRED WITHIN 24 HRS FOR NITRATE OR NITRITE MCL EXCERDANCES
NON-DETECTS ARE TO BE REPORTED AS THE MDL WITH "~ QUALIFIER.  (Non-delects reported as "BOL” or with a <" ara not accaplable.}

COMPLIANCE DETERMINATION(to be completed by DEP or DOH — attach notes as necessary)

of the report,

Samplecouocﬂon&AneiyslsSaﬂsfactory:D Yes [] No Replacement Sample or Report Requested (wdeuwwmumabovo)

Person Noftified: Date Notified: DEP/DOH Raviewing Official:

Reporting Format 62-650.730
Effoctve Januery 1995, Revised December 2012

*Resuts must be reporied with appropraite qualifers in accordance with Florida Administration Code Ruls 62-160, Teble1. Results quatified with A, F.HN.O.T.Z,7. % areu

Mmsz-sso.nmhqtﬂﬂledmaJ.O.FLorYmslbaauconmrindwmn]unmcauonmdm'ubeevahamdmamebymbm.hnwldammmmm,
hmﬁmmmphhbmmmwnmwnghsmmmim period.

Page. 7of ¥5

ble for compliance




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format
INORGANIC CONTAMINANTS Report Number / Job 1D:} | S2600800001
~550.31
62-550.310(1) PWS ID {ﬁunhgei)al
Contam | Contam Analysis Anaiytical Analysis | Analysie DOH Lab
D Name MO | Units Resuk | 2t | method L2bMDL | "pate Time | | | certification #
1040 Nitrate (o8 N) 10 lgﬂ{l. 0.45 u EPA 300.0 0.45 03/24/2026 19:19 811095
1041 Nitrite (a5 N) 1 % 0.45 U EPA 300.0 0.45 03/24/2026 19:19 EB11095
Raporting Format 82-650 710 Pa Sub
Effectve January 1995, Revised December 2012
“Rasults must ba reporied with approprarte gaalilers i accordance wih Flonda Admuial akon Coce Rute o310 Tablket. Beaults qualfivd vobl s 3 HMC TS ~ aau iabie for compliance
wath 62-550. Results qualified with a J. @, R. o1 Y must ber agcompatiie! by wirten jushiieavns ancl o boasitibed ar o ase ou ease basas Te avend o moniloneg v lako, eptabie 1esulh naist
ba replaced with acceplable resulls from samples collected dunng the same mentnnn pere,




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format

PUBLIC WATER SYSTEM INFORMATION {to be completed by sampler — pleasa type or print legibly)

Systom Name: Sunny Hills PWS1.D. # 167
System Type (check ona): RCommunity {ONontransient Noncommuntty [Otransient Nonoommiunity

Address: 3808 Gables Blvd. —

Ciy: Sunny Hills __ZIP Code: 32428 -

Phone # Fax #: E-Mail Address:

SAMPLE INFORMATION {10 ba complated by sampier)

Sample Number: ___ 52600800002 Sample Date: 03/24/2026 Sample Time: 8:30 @ PM (Grote Ove)
Sample Location (e specifio} : POE - Well #4 Location Cods:
Disinfectant Residual (Requined when reporting results for {rihsiomethenss and hejoscetic scids): _____ Mg/ FiekdpH:

Saempls Type (Chack Onty One} Ressords) for Sampla (Chack all hat S0

Dibstribation [ERoutine Compllance with 62 ClReptacement (of Invalidated Sample)
REmry Point (Yo Distribution) CIContrmation of MCL Excesdence* [(Ospeciat {not for complience with 82-550)
[JPtant Tap (not for cormpliance with 82-350) OCompoaite of Muttiple Shes* {OCwarance {permitting)

EIRaw (at well of (ntake) Cother:

CIMax Residence T Sampiing Procedura Used or Gther Comments:

DAve Residence Time

B0 G550 500:6) for  wremonts And resinchon:
Ang 62-550 51213) for «elralo 0" n 17 ke excasvanca

SAMPLER CERTIFICATION

*Sev 572.550.550(4) fo- requiramenls adol
atiach a results pagn for each site.

. Stewart Duncan , _District Manager » 8 HEREBY CERYFIFY
{Print Name) (Print Titie)
that the above public water sysiem and sample cofiection information is complete snd correct.
?’,‘—-___——-—‘__‘_—-—-‘-
g, Deta: 03/24/2026
Certifed Operator #:__ (13174 Phono#: Sample’s Fax #;
Samplers E-matl:

epurting Format 62-350.730
Fivcien januany 1965, Hevined uacemoes 701 Page L of ¢




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format

LABORATORY CERTIFICATION INFORMATIOM®o be completed by lab — please typa or print legibly)

Lab Name:Advanced Environmential Laboratories, Inc.  Florida DOH Certification #:  E8110685 Certification Expiraion Date:
ATTACH CURRENT DOH ANALYTE SHEET*

Address: 2638 N Monroe St Suite D, Tallahassee, FL 32303 Phona #: (B50) 219-6274

Were any analyses subcontracted [JYes [¢jNo i yes, please provide DOH certification number(s):

ATTACH DOH ANALYTE SHEET FOR EACH SUBCONTRACTHD LAB
ANALYSIS INFORMATION (1o be completed by lab)  Dats Sample(s) Recsived:  03/24/2026

PWS ID: {From Page 1): Sample Number (From Pege f): _S2600800002  Lab Assigned Report# Or Job ID: __ $3600800

Group(s) Analyzed & Results attached for compliance with Chapter 62-550, F.A.C. (Check s that apply):

Incroapics Synihetic Qroanics Yolafile Oraanics Risinfection Byproducts Radienuclidns

[[J A% except Asbestos [Janazo a2 ] Trinalomethanes [ single Sample Cans

[JPartiai [T] At Except Diaxin [rartia [ Haloncetic Acids [ atrty Composite* Oe

[ nirae ] Partiai [ crortte

[ nirie [ pioxin Only [CIBromate

Clastestos LAB CERTIFICATION

l, Tiffary Simpson . Leboratory Director » do HEREPY CERTIFY
- {Print Name {Print Title)

MauathdndanammldntummctandumunohdMﬂmmdmemd&m"mlummmmumcmmmsup.
- [
Signaturs: - Dals: 04/01/2026

* Failure to provide a valkd and curvent Florida DOH lab certification number and a curant Analyte Sheet for the attached analysis results will result in
pogsible enforcement against the public water system for fallure lo sample, and may result in notification of the DOH Bureau of Laboratory Services,
** Please provide radiological sample dates & locations for each quarter.
CONFIRMATION & NOTIFICATION IS REQUIRED WITHIN 24 HRS FOR NITRATE OR NITRITE MCL EXCEEDANCES
NON-DETECTS ARE TO BE REPORTED AS THE MDL WITH "U" QUALIFIER.  (Non-delects reported a3 "BOL” or with a <" are not acceptable.)

COMPLIANCE DETERMINATION(to be completed by DEP or DOH — attach notes as necessary)
Sample Collection & Anelysis Satisfactory:[[] Yes [[] No Replacement Sample o Report Requested  (circk or highight grolie) sbove)

Person Notified: Date Notified: DEP/DOH Reviewing Official:

Reporting Format 62-550.730 Page: 10 of 15
Effective January 1085, Rewised Docember 2012

*Results must be reported with appropratte quakifers In accordance with Florida Adminisirabon Code Rule 62-160, Tablet, Resulls quakied wth A, FLH, N, O, T,Z. 7., ame for comphiance
with 62-560. Results qualiied with a J, Q, R, or Y must be accompanied by witien justification and wilt be evaluated on a case by case basis. To avord 8 monitonng wolation, resulta must
be replaced with accapiable razults from samples collected ducing the same monilonng period.

of the raport,




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format
INORGANIC CONTAMINANTS Report Number / Job 10§ | S2600800002
62-550,310(1) PWS ID  (From Page nl
Contam Contam Analysis * Analytical Analysis Analysﬂ DOH Lab
1D Name MO | Unfs Resur | Qualifier Method LabMOL | “pate Time | § | Certication #
1040 Nitrate (as N) 10 ma/L 0.45 U EPA 300.0 0.45 03/24/2026 18:49 EB11095
1041 | Mrite (as N) 1 mo/L_ 045 v EPA 300.0 0.45 03/24/2026 | 1849 ] | F811095
Reporting Format 62-550.73¢ Hage 1,
Effectwe January 1985, Rewvised Decembar 2017
*Resulls must b reported with opproprane quahfers n soosdante ceth oy Sdanmsteibss Core Rule be-int Table 1 Rasolls qui eaiwilh A F H N0 5.2+ ° aey nptokrie for comphance
with 62-550. Rosuits quahfied wiik a J. Q. R, o Y must e onc utnparid Sy wetien justiicas oy w e vdiadon on e oo o ace Fastt Toavnoed @ monitonneg violatioy coeptnbl (osults must
be replaced vath acceplable resulls from sampirs colles »d durng the sane waneasa ¢ -1




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format
PUBLIC WATER SYSTEM INFORMATION (io be completad by semplar — please typa or print leglbly)
System Name; Sunny Hills PWS 1.D. # 167064
System Type (check one): [RCommunity [INorransient Noncommurity CITransient Noncommunity
Address: ____3808 Gables Blvd.
City: Sunny Hills Z§° Code: 32428
Phone # Fex#: E-Mal Addraas:
SAMPLE INFORMATION (1o be complated by sampler)
Sample Number: ___$2600800003 Sample Date: 03/24/2026 Sample Time: 8:15 @ PM (Grcks One)
Sample Location (be specic) | POE - Well #5 Location Code:
Disinfectant Rasidual (Requiced whan reporting results for tihalomethanes and haloscelio scids): gL Fleld pH:
Wm RARSONIE] TOr SO (L0004 §8 (AL BOENY
(ODistribution ERouting Comphanos with 62-550 [IReplacemant {of nvaliiaed Sample)
Enky Foint {lo Distribution) CdContirmation of MGL Excesdance’ O38peciat {not for compliance with 52-550)
[IPtem Tap (not for complance with 62-550) CiComposite of Multiple Sites * CICiearance (pemitting)
CJRaw (st well ot intake) Olowher;
DIMax Resldenca Time Sampling Procedure Lsed or Giher Comments:
[JAve Residence Time
S §2-550,500¢8) lor regurycrments 8w regrichons **See §2-550.550(4) fe requiremenis ang
And G2-350.812/3) for iiwngle o- nirte e dwey uitach a rasuits page for gach ske.
SAMPLER CERTIFICATION
i, Stewart Duncen ) District Manager _ , do HEREBY CERFIFY
{Print Name) (Print Title}
that the above public water systom and sample collaction information is compiete and correct.
By ___..._‘__-_—_________”____
Signanre: o 7" # Oat: 03/24/2026
Ceortfiod Operator #:__ C13174  Phone # Sampler's Fax #:
Sampler's E-mali;
?ﬁ:;ﬂ:u!:m'u; 15;—;50“:3“(.;”1 Deceinner M2 Pagelof 9




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format

LABORATORY CERTWICATION INFORMATIOMN be completed by lab — piease type or print legibly)
Lab Name:Advanced Enviconmental Laboratories, Inc.  Florida DOH Certification #  E811085  Cavtification Expiration Date:

ATTACH CURRENT DOH ANALYTE SHEET"
Address: 2630 N Monros St Suite D, Tallahassee, FL 32303 Phona #: (850) 219-6274

Wore any analyses subcontracted [] Yes [#] N0 fyes, pleasa provide DOH certification number(s):

ATTACH DOH ANALYTE SHEET FOR EACH SUBCONTRACTEDILAB

ANALYSIS INFORMATION {to be completed by iab) Date Sample(s) Received: _03/24/2026

PWS ID: (From Page 1) Sample Number (From Page 1):  S2600800003 Lab Assigned Report # Or Job ID:

Group(s) Analyzed 8 Results attached for compitance with Chapter 62-550, F.A.C. {Check all that apply):

Inorognics Swnihwetic Omanics Yotie Organics Disintection Byprodycts Radionuclides

[J A8 except Asbestos Causo Qa1 [J rtaiomethanes ] singte Sampie mERn

[Partial [ A Except Diaxin [CPartiai {JHaloacetic Acids ] Gudy Composite* [JPartiai

[ Mitrate [ Partial [ chioree

7] Nitrtie [] Dioxin Only [Jeromate

[JAabestos LAB CERTIFICATION

L Titany Simpeon . Laboratory Director  do HEREBY QERTIFY
(Print Name (Print Tile)

that il attached analytical data are cotmect and unfess noted meet all requirements of the National Env}mnmhlubmmmmncmmm&ﬁ*

il ¢

Signature: < T Date: 04/01/2026

* F-Iuntopmrldeavaldmdwm\tﬂoﬁdaDOHhbeortiuuﬂonnum-mlawmmwsmmmmmlMBmumwﬂmumnnmﬁl

possible enforcement against the public water system for failure to sample, and may resuit in notification of the DOH Bureau of Laboratory Services.
* Mease provide radiological sample dates & locations for each quanter,

CONFIRMATION & NOTIFICATION 15 REQUIRED WATHIN 24 HRS FOR NITRATE OR NITRITE MCL EXCEEDANCES
NON-DETECTS ARE TO BE REPORTED AS THE MDL YATH "U” QUALIFIER.  (Non-delscls reported as "BDL" or with a "<" are not acceplable.)

COMPLIANCE DETERMINATIONo be completed by DEP or DOH - attach noles as necessary)

o
.

of the report,

Sample Collection & Analysis Satisfactory:[ ] Yes ] No Replacement Sample or Rapott Requestad (c&cherlﬂghlgtngmﬁqlbow)
Person Notified: Date Notified: DEPDOH Reviewing Official:
Reporting Formal 62-560.730 Page: 13 of 15

Effoctive January 1905, Revised Decamber 2012

with 62-550. Results queiified with 8 J. Q, R, or Y must be accompanied by wniten justification and will be evakiated on 8 case by case basis. To avoid a moniloring violation,
be replaced with acceplable results fram sampies collecied during the same monitoring pericd.

resufts must

*Resuits must be reporbad with appropraite guslifers in accordance with Flonda Admrmsiralion Code Rute 62-160, Tabiet. Results qualiied with A F, H, NO.T.2 7. am w\#ﬁ:ﬁ:«mﬁm




Florida Department of Environmental Protection
Safe Drinking Water Program Laboratory Reporting Format
INORGANIC OONTAMINANTS Report Number / Job ID:
62-550.310(1) PWSTD  (From Pege 1):
Contam Contam Analysis Anaiytical Anatysis Analysis DOH Lab
D Neme MCL | Unks Resukt | QUM | Mothod LabMOL | “pete Time | { Carttfication #

1040 Nitrate (as M) 10 mg/l. 0.45 U EPA 300.0 0.45 03/24/2026 18:18 £811095

1041 Niuts (23 N) 1 @gl. 0.45 U £PA 300.0 .45 03/24/2026 18:18 EB11095
Repurting Format 62-550.730 Page o
Effechive January 1985, Revised Dacamber 2012
*Resulls must be reported with appropraie qualilers m accordance vath Floow.a Admimistraten Cade Ruw o, 0G0 Labked Hesalts goow™s dwatna - H N O T 7 7 7 ate anacdapiatie (e wmphance
with 62.550, Resutts qualfied with 2 J, O R, of ¥ must be ac anpamed T widten Latihootr gt ! - waiabol uies st by rofe Booate 70 e o ftutug visdatans, gk Sptable resnlts must
be replaced vath acceplable resulls rom samples collerfad dunng the sare Mandarg perrit
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FINAL
Workorder: SUNNY HILLS (82600800)

Aprll 01, 2028

Maiisa Rottevee!

US Water Services

4939 Cross Bayou B,
New Port Richey, FLL 34852

RE: Workorder:  S2600800 SUNNY HILLS
Doar Mollsa Roteves!:

Advanced Environmantal Laboratories, Inc.

2639 N Morvoe St Sulte D Tallshassee, FL 32303
Payments; P.O. Box 551680 Jacksonville, FL 32265-1580
Phone; (850) 215-8274

Fax: (330) 219-8275

Enclosed are tha analytical nwlhhrm\ple(l)mmbywbmmmemnmmhupomdhﬂn conform to the most

current NELAG standards, wheve sppiicable, unfoss otherwiaa rartated in the bady of the

report. The snalytical results for the samples contained in

s report were submitted for enalysis as oullined by the Chain of Custody and results pertain only fo these samples.

¥ you have any questions conceming this report. pleass feel free o contact me.

Sincerely,
- s - € "

%
Tiffany Simpaon, Leboratory Director
TSimpecngasiinb.com
Waednesday, Aprl 1, 2026 4:19:31 PM Cortificate of Analysis el
Dates and times are diaplaye using (-04:00) This repoct shall n0t be reproduced, eacept In ful, HORIZON
Page 1 ¢! {5 without tho writier: consent of Advanosd Environmantal Laboratodes, Inc. vaane

NELAP Accredited EB11005




Advanced Environmental Laboratories, inc.

2636 N Monroe St Suite D Tasahassee, FL 32303
Payments: P.O. Box 551580 Jacksonville, Fi, 32268-1580
Phone: (850) 2198274

Fax: (880) 2198275

FINAL

Workorder: SUNNY HILLS (S2800800)
Sample Summary

Aralytas
Lsb ID Sample 1D Matrix  Mathod Date Collected  Dote Recsived  Reporied  Basle
S2800800001 WELL 1 - POE DW  EPA 3000 CN24/2026 09:05  ON24/2026 09:20 2 NA
82000800002 WELL 4-POE DW  EPANOD O/2472026 06:30  OV24/2030 0920 2 NA
$2600800003 WELL 6 - POE oW EPA300.0 02472026 08:15 0342442028 09:20 2 NA
Waodnesday, Apel 1, 2026 4:19:21 PM Certificate of L
Detes and ines ere displayad using (-04:00) Tris raport shat ot be reproduced, axcept in ful, HORIZON
Page2af 15 withaul the written consent of Advanced Environmantsl Laboratories, Inc. A

NELAP Accredited E811098




Advanced Environmental Laborstories, Inc,

2830 N Monros St Sulte D Talahassee, FL 32303
Payments: P.Q. Box 551580 Jacksonville, FL 32265-1580
Phone: (050 215-8274

Fux: (860) 219-8275

FINAL
Workorder: SUNNY HILLS (S2600800)

QC Reosults Qualifiers

Parameter Qualifiers
1] The compound was analyzed for but not detectad.
| The reported value |s between the laborstory method detection iimit and the laboratory practical quantitation Smit.

Lab Qualifiers
| ) DOH Certification #E511085 (FL NELAC) AEL-Tskshseses
\
Wednesday, April 1, 2020 4;19:31 PM Certificate of Analysis .
gﬂlst;drgnuandhphyadusinq(-l}‘ﬂm This repart shall not be reproduced, except In &l HORIZON
age

without the writhen consent of Advanced Environmental Luborstories, inc. va




Acvanced Environmenial Laborstorios, inc.
2839 N Monroe St Sulte D Tallshasses, FL 32303
Payments: P.O. Box 551580 Jaciwonville, FL 32256-1580

Page 4 of 15

withcut the writtan consent of Advanced Environmentsl Labaratories, inc.

NELAP Accredited EB11005

Phone: (850) 213-8274
Fax (860) 219-6275
FINAL
Workorder: SUNNY HILLS ($2600800})
QC Resuits
QC Batch:  WCANE410 Ansiysis Method:  EPA 300.0
Preparstion Method:  EPA 300.0
Associsted Lab Ds: 52600800001, S2600800002, S2600800003
‘Method Blank(s311655)
Parameber Resuity Units PaL MDL Lab
Nitrite (a8 N} 045U mgi. 0.50 045 s
Nitrats {a3 N) 045U mgi 0.50 045 8
Wodnaaday, Apri 1, 2028 4:19:31 PM Cartificate of oY
Dates and times are dispiayed using [-04:00) This report shall not be reproduced, except in ful, HORIZON

-E




Advanced Envirorsnental Laboratories, inc.

2638 N Monvoe St Sulte D Talishassee, FL 32303
Payments: P.O, Box 551580 Jacksonvile, FL 32256-1580
Phone: (850) 219-6274

Fax: {850) 218-6275
FINAL
Workorder: SUNNY HILLS {S2600800)
QC Cross Reference
b Sample (D Prep Batch Prap Mathod
VICAS/S410 - EPA 300.0
52600800001 WELL 1 - POE
52600300002 WELL 4 - POE
82600800003 WELL § - POE
Wednasday, April 1, 2026 4:119:31 PM oA N
Dates and imes are displayed using (-04:00) m&mum“mm nt, HORIZON
Page 5 of 15 without the written consan of Advanced Enwironmental Laboratories, nc. Mt

NELAP Accrodied E811006




